








NRC FORM 366A U.S. NUCLEAR REGULATORY COMMISSION

(01-2014) LICENSEE EVENT REPORT (LER)
CONTINUATION SHEET
1. FACILITY NAME 2. DOCKET 6. LER NUMBER 3. PAGE
e | SEQEIA | R
Limerick Generating Station, Unit 2 05000353 3 OF 4
2015 - 006 - 00
NARRATIVE

Engineering analyses: events in which the licensee declared a system inoperable but
an engineering analysis later determined that the system was capable of performing
its safety function are not counted, even if the system was removed from service to
perform the analysis.

This event will not be reported in the NRC performance indicator (PI) for safety system
functional failures (SSFF) since an engineering analysis (technical evaluation) was
performed which determined that the system was capable of performing its safety function
during events when the airlock was open for less than 10 seconds. The post-LOCA dose
calculation does not credit reactor enclosure secondary containment integrity for mitigation
of on-site and off-site doses for the first 15.5 minutes of the event. Therefore, this event is
bounded by the existing dose calculation.

Analysis of the Event

There was no actual safety consequence associated with this event. The potential safety
consequences of this event were minimal. Both doors on the airlock were open
simultaneously for less than 10 seconds.

To prevent a breach of secondary containment each reactor enclosure airlock is equipped
with door open indicating lights that are used to locally verify the door status. If both doors
are opened simultaneously a local alarm is actuated. If both doors remain open for greater
than 10 seconds, an alarm is actuated in the main control room and operators are
dispatched to verify that the airlock doors are closed.

UFSAR 6.2.3.2.1 describes the secondary containment design. The reactor enclosure
secondary containment (Zones | and Il) is designed to limit the inleakage to 200% of their
zone free volume per day, and the refueling area secondary containment (Zone lll) is
designed to limit the inleakage to 50% of its zone free volume per day. These inleakage
rates are based on a negative interior pressure of 0.25 inches wg, while operating the
standby gas treatment system (SGTS). Following a LOCA the affected zone is maintained at
this negative pressure by operation of the SGTS.

Cause of the Event

The cause of the event was the failure of the human performance barrier regarding
maintaining a questioning attitude. The failure occurred when the workers failed to ensure
the clearance between the cart and the crash bar was adequate. Also no barrier was used
to prevent the cart contact with the crash bar. This event was not prevented by the design
of the reactor enclosure airlocks since there is no mechanical interlock and the door open
indicating light does not prevent simultaneous opening of both airlock doors.
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Corrective Action Completed
The airlock doors were closed to restore reactor enclosure secondary containment integrity.

A work group stand down was conducted to reinforce the importance of hazard recognition
and mitigation.

The lessons learned were communicated to the site.
Previous Similar Occurrences

Unit 2 LER 2015-003, Unit 2 LER 2014-007, Unit 2 LER 2014-004, Unit 2 LER 2014-003,
Unit 1 LER 2014-003, Unit 2 LER 2014-002, Unit 2 LER 2014-001, Unit 1 LER 2014-002,
Unit 1 LER 2014-001, and Unit 2 LER 2013-003 were submitted due to reactor enclosure
airlock breaches allowed by the airlock design. Unit 2 LER 2013-002 was submitted due to
a reactor enclosure airlock breach caused by a non-functional airlock door open indicating
light not providing the correct door status. Unit 2 LER 2014-006 was submitted due to a
reactor enclosure airlock breach caused by a door improperly latched closed.
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